
Username : admin
Password : wago
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After connecting the PLC to a computer using a cross cable or auto-crossing dongle, enter 192.168.1.2 in the address bar.  Remember to set the computer subnet to 192.168.1.1.  After pressing ENTER the following screen will appear.  Note:The information will be different.  Follow the instructions from top to bottom.



After submitting the changes, you need to restart the PLC by powering down and powering up the controller.

The PLC will now be set to 10 Mbit full duplex.  Plug in the watchdog and remove the jumper wire.

Jake




